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Bus Duct Wire Box “ £ ” 600 AMP 7t0 12 Lead SIN#Z Ww ()i &
Function Designator, Tag Resistance Assembly Step By Date
Or Description Ohms
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CONTINUITY TESTING 708 / 425-9080
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Bus Duct Wire Box “ fy  ” For 120 AMP AMI 10 Lead S/N# YwollG A
Function Designator, Tag Resistance Assembly Step By Date
Or Description Ohms
Q3 End Bus Duct Wire
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- 5‘ .fl_, /
#3 A4B to A4B )
-5 ]
#4 B3A to B3A .
5,
#5 B3B to B3B )
5o 4
#6 B6A to B6A . I
- E} -J\’ -
#7 B6B to BB ) }
S
#8 A3B to A3B
- - 5:{‘,
#9 A3A to A3A :
0 L
#10 B4A to B4A
5
]

Multimeter Make and M’IM Serial Number: FLUKE 85 MULTIMETER
SIN # 47900002

Test Report Form TR-1020A
Rev. B




Sheet 3 Of 4

Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Illinois 60453

CONTINUITY TESTING 708 / 425-9080
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Box“ /A  ” 120 AMP AMI 10 Lead S/N# Hwoitlb A Voltage Tap Wires
Function Designator, Tag Resistance Assembly Step By Date
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Voltage Tap Wires
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Z3-V3 to Z3-V3 q 0
Z4-V3 t0 24-V3 ? A
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Box“ A » 120 AMP AMI 10 Lead S/N# 4—woll(o A ""’V/ o

Function Designator, Tag Resistance Assembly Step By Date AH"Z
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