Thermometer Hipot 32 pin Connector |



Test Instruments Used

. L Test Date: ﬁ)/22/2004
Test Model # Test Serial # Calibration Due Date .
7550DT 9111100 02/01/2004 Test Time: [09-'05_’117 PM
User Name: ST S J
Device Tested i ) -
Model Number: [Cryo Pipe RDs 32 Pin ]

Serial Number: | Box G PESWRRME ( 4/ - J}:]fuum MeT 05518¢E) Setup Filename: [ o J

i — e B —

Results |
Test Type Memory [Step |Pass/Fail  [TestResult |Timer Parameter | Parameter 2
1 DC Withstand 351 Pass Pass 60.0s 020KV 1. 3microamps
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