Bus Duct and Power Leads Continuity Test

Reports
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Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., OQak Lawn, Ilinois 60453

CONTINUITY TESTING 708 / 425-9080
MTM-MP-1020 Fax 708 / 425-2612
Box “ ” 120 AMP AMI 10 Lead S/N#_3We73(A
Function Designator, Tag Lesistance Assembly Step By Date
L Or Description Ohms !
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Multimeter Make and MTM Serial Number:

FLUKE 85 MULTIMETER

S/N_# 47900002

Test Report Form TR-1020A

Rev B
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Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Illlinois 60453

CONTINUITY TESTING 708 / 425-9080
MTM-MP-1020 Fax 708 / 425-2612

» For 120 AMP AMI 10 Lead S/N#¥ 2w 0 T13(A

Bus Duct Wire Box
Function Designator, Tag Resistance Assembly Step By Date
Or Description ~ Ohms
Q3 End Bus Duct Wire
#1 Brideto-R4B ' BeForc
Bénre B¢ A A Cyiries Ui
#2 AdAtoAtA - H
i BB B . if%‘: § _ _
#3 ASB to A3B 5 i
Yl
#4R3A to A3A ! —
] =i | ~
, #5 B¥Ate-RB3R i
R4R 70 B 4A o3 £ SU R S
| #6 BYR to BY. = ;
B #7 B6B1o-BSB S ]
B AYA 70 AG R S |
Y #8 A3B to A3B - }
! AZI’B To A (‘fB . ,‘))i'}..,. H B
#9 ASA to ASA }'
R3A To B3A S ) NN N R
#10 Bend to B |
| B3B8 1R 3A -3 W’

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER
S/N # 47900002

Test Report Form TR-1020A
Rev. B
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Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, [ilinois 60453

CONTINUITY TESTING 708 / 425-9080
MTM-MP-1020 Fax 708 / 425-2612
Box ” 120 AMP AMI 10 Lead S/N# 3uJo 731 A Voltage Tap Wires
Function Designator, Tag Resistance Assembly Step By Date
Or Description Ohms 7 o /
Voltage Tap Wires )
2 Gli)o ¢
Z1-V3to Z1-V3 :
Y- , }
£2-V3t0 Z2-V3
/‘0 A w
Z3-V3 10 73-V3 {
i [.O e ) .
74-V3 to Z4-V3 , |
| T R \
75-V3 to Z5-V3 '
- 1N e o »
Z6-V3 to 26-V3
e .
Z7-V3to Z7-V3
e - o0
| Z8-V3 to Z8-V3 7 !
‘ £ !AJP - j
79-V3 10 Z9-V3 |
.7 I
) Z10-V3 to Z10-V3 o ) N,
[-ea | \/4 |
i—' S—
l
ﬁ

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER
S/N # 47900002

Test Report Form TR-1020A
Rev. B
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Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Illinois 60453

CONTINUITY TESTING 708 / 425-9080
MTM-MP-1020 Fax 708 / 425-2612
Box“ ¥~ 120 AMP AMI 10 Lead SN¢ 3WO 73 [ A
! Function Designator, Tag Resistance Assembly Step By Date
Or Description Ohms
120 AMP | Q3 End Voltage Tap Aover Soldacing 81 13/e5”
Lead # Wire ' | Ritpdc
# RéB Z1-V3 [.0 !
... BéA g = 15 U N R I
w v Z2-V3 : T Ve
L | 868 [-0 | L T R D
#3 Lo Z3-V3 L
B - - S N Y % IR
¥4 By 74-V3 o
| _A3A [+ O L .
#5 72 Z5-V3 "
| R4A .o
T B  Z6-V3 - o - S
BYysL /.0 -
#7 “PeB Z7-V3 :_
L A%A | .0 b
48 A 78-V3 | o v
| A48 _L.o 1
#9 -~ Z9-V3 1.0 r
| . i
|
Lo
L l

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER
S/N # 47900002

Test Report Form TR-1020A
Rev. B



BOX (13

sheet 1 0f 4

Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Iiinois 60453
CONTINUITY TESTING

MTM-MP-1020

fz 7600 AMP AMI

(1 TO 6 LEAD S/N Z3/0 73/

708 / 425-9080
Fax 708 / 425-2612

Function Designator, Tag Resistance Assembly Step By Date
Or Description ohms ot f
600 AMP WARM 600 &/ 473
LEAD # AMP TERMINAL | F
R :
#1 #1 ’ [iks CT i)
# # i | / |
# #3 o | /
-2
#4 #4 {J
#5 #5 r V/ { \
1 > W v

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER

S/N # 47900002

Test Report Form TR-1020A

Rev. B
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Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, lilinois 60453

CONTINUITY TESTING 708 / 425-9080
MTM-MP-1020 Fax 708 / 425-2612
Bus Duct Wire Box * 7600 AMP AMI
(LEADI TO 6 SN 3 ¢7%)1%
Function Designator, Tag Resistance Assembly Step By Date
. Or Description ohms
Q3 END BUS DUCT WIRE Bere Coiing | pac fRL
e g2 -of |
| #1 VZATO V2A s 4‘
#2 VEB TO VBB . &
#3 VBATO VBA ’ 4
#4 VIR TO V3R . 4"
U38 1o V38 ’
#5 SHET0 ViR 4
vag Vvasg
Ho_ YR TO TR -4

Muitimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER
S/N # 47900002

Test Report Form TR-1020A
Rev. B
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(LEADI Thru 6 S/N 2¢/073i6 Voltage Tap Wires)

Box © H

Sheet 3 0f 4

Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Illinois 60453
CONTINUITY TESTING
MTM-MP-1020

7600 AMP AMI

708 / 425-9080
Fax 708 / 425-2612

Function Designator, Tag

Resistance

Assembly Step

By Date w

Y3-V3TOY3-V3

2
z

B Or Description ochms
VOLTAGE TAP WIRES 2 // 7 /A;/
y s A f
Y1-V3TO YL -V3 ¢ £ oIy B9
t Lo 7 .
Y2-V3TOY2-V3 9
i 9

Y4-V3ITO Y4-V3

!

Y5-V3TOYS-V3

Y6-V3ITO Y6 -V3

#

9
9
9

Multimeter Make and MTM Serial Number:

FLUKE 85 MULTIMETER

S/N # 47900002

Test Report Form TR-1020A

Rev. B
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Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, [llinois 60453

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER

S/N # 47900002

Test Report Form TR-1020A

Rev. B

CONTINUITY TESTING 708 / 425-9080
MTM-MP-1020 Fax 708 / 425-2612
Box “ " 600 AMP AM]
(LEADI thru 6 S/N JW073((3) afrer 410
[ Function Designator, Tag Resistance Assembly Step By Date | Crmmr pig
o Or Description ohms ) pac Jar
600 AMP Q3END | VOLTAGE IFER pc 2y g 2205
LEAD # TAP WIRE Soldutty ol ind
f 3/ oo
/
#1 V2A YI-V3 L 3( [ v
5 ( f / v
i VIB Y2-V3 /
_ v’
#3 VBA Y3 - V3 [ | v
#4 V3R Y4 - V3 /]
V38 | v
45 B YS - V3 /.{ v/ . / / e
vag ' / v
#6 el ve-vi | [/ | W/ \



Job No.: 00918-0094 OP10
Customer; LBNL

Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Ulinois 60453

HTS Lead Continuity Test Report

Date: g(z?a_f{_‘_
MTE and Set up: Fluke Mode] 8

vt £

708/425-9080 Fax 708/425-2612

Inspected By: &;ﬁ 6K

Description: Distribution Box H_

MTM Dwg/ltem No.:

Lead Serial No.: 36 Lead Serial No.;: ¥ 7 [
Connector P Primary OHMS Connector P Primary OHMS
Voltage Taps . | 'Voltage Taps
PinltHTSFlag | 77 " 1in 1 10 HTS Flag

Pin 2 to HTS Fla 'S Pin 2 to HTS Flag

Pin 3 to HTS Flag
Pin 4 to HTS Flag
Pin 5 to HTS Flag

Pin 3 to HTS Flag

Pin 4 to HTS Flag

| Pin 5 to HTS Flag

Pin 6 to HTS Flag (spare
should be open)

Pin 6 to HTS Flag (spare
should be open)

Connector R Primary
! Voltage Taps

Connector R Primary
Voltage Taps

| Pin 1 to HTS Flag
,I’ Pin 2 to HTS Flag
' Pin3 to HTS Flag

4 Pin1to HTS Flag
Pin 2 to HTS Flag
_Pin3to HTS Flag

. Pin 4 to HTS Flag ] if Pin 4 to HTS Flag
Pin 5 to HTS Flag | i.§ Pin5to HTS Flag
Pin 6 to HTS Flag (spare o Pin 6 to HTS Flag (spare
. should be open AM__ | should be open)

Connector with 14 Pins |

O F,

Connector with 14 Pins

Pin 110 Pin 2 (It to 1) 2 IPnloPin20ien | F |
Pin 3 to Pin 4 (V+ to V- Y P 3 toPin4 (V+to V-) | . 5

~Pin 510 Pin 6 (I+ to ) S | Pin 5 to Pin 6 (I+ to 1) .5

_Pin 7to Pin 8 (V+ to V-) NY | Pin 7 to Pin 8 (V+ to V-) s

- Pin 9 to Pin 10 (I+ to L | .Y Pin 9 10 Pin 10 (I+ to I-)

Pin 11 to Pin 12 (V+1to V)| 2 [PinlltoPinl2(Vitovs) | =3 ]
Pin 13 to Flag (should be T ]
open) / opsd | oFer
Pin lgto Flag (should be 4]
open.) Qﬁé/ 0PEP
Pin 1%to Flag (should be ‘ ]
open.) pyir | CPe +

LG )

‘ OR: 4
e %R —



Job No.: 00918-0094 OP10

Customer: LBNL

Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, llinois 60453

HTS Lead Continuity Test Report

€y

Description: Distribution Box A

MTM Dwg/Item No.:

708/425-9080 Fax 708/425-2612

Inspected By: -Z) 4¢. A7, _

Date: @ /a/o

MTE and Set up: Fluke Model 85

Lead Serial No.: 78 Lead Serial No.: 3

Connector P Primary OHMS Connector P Primary OHMS

Voltage Taps Voltage Taps

Pin ] to HTS Flag 1 Pin | to HTS Flag . 5

Pin 2 to HTS Flag . Pin 2 to HTS Flag <

Pin 3 to HTS Flag . 5 Pin 3 to HTS Flag s

Pin 4 to HTS Flag .5 Pin 4 to HTS Flag - 4

Pin 5 to HTS Flag /6 Pin 5 to HTS Flag /- 6

Pin 6 to HTS Flag (spare Pin 6 to HTS Flag (spare

should be open) O LN should be open) O 106~

Connector R Primary Connector R Primary

Voltage Taps Voltage Taps

Pin 1 to HTS Flag © Y Pin | to HTS Flag . 5

Pin 2 to HTS Flag 7 Pin 2 to HTS Flag . 5

Pin 3 to HTS Flag A Pin 3 to HTS Flag £

Pin 4 to HTS Flag & Pin 4 to HTS Flag . 4

Pin 5 to HTS Flag /.8 Pin S to HTS Flag /. ¥

Pin 6 to HTS Flag (spare Pin 6 to HTS Flag (spare

should be open) Crer should be open) o PP

Connector with 14 Pins = Connector with 14 Pins _

Pin 1 to Pin 2 (I+ to I-) .5 Pin ! to Pin 2 (I+ to I) . 5

Pin 3 to Pin 4 (V+to V-) .5 Pin 3 to Pin 4 (V+to V-) -5

Pin 5 to Pin 6 (I+ to I-) . s Pin 5 to Pin 6 (I+ to I-) .4

Pin 7 to Pin 8 (V+ to V-) & Pin 7 to Pin 8 (V+to V-) o

Pin 9 to Pin 10 (I+ to I-) s Pin 9 to Pin 10 (I+to I-) <

Pin 11 to Pin 12 (V+ to V-) - Y Pin 11 to Pin 12 (V+to V-) > by

Pin 13 to Flag (should be

0pen-% 0LPE P o Fep

Pin 19 to Flag (should be N

open.) ( 0LPE » e Per

Pin 15 to Flag (should be

open.) e prer OPg
Fir /b ToFtag O PE / O PE PR j




Job No.: 00918-0094 QP10

Customer: LBNL

Description: Distribution Box

MTM Dwg/ltem No.:

Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Illinois 60453

HTS Lead Continuity Test Report

\lHT’!

708/425-9080 Fax 708/425-2612

Inspected By:.<L 7 ¢ .

Date: g?,’/,g s

MTE and Set up: Fluke Model 85

Lead Serial No.: [/ Lead Serial No.: 1Y
Connector P Primary OHMS Connector P Primary OHMS
Voltage Taps -~ Yoltage Taps
Pin 1 to HTS Flag .5 Pin | to HTS Flag . 5
Pin 2 to HTS Flag . 5 Pin 2 to HTS Flag - S
| Pin 3 to HTS Flag .5 Pin 3 to HTS Flag <
| Pin 4 to HTS Flag c Yy Pin 4 to HTS Flag - Y
 Pin 5 to HTS Flag /.5 Pin 5 to HTS Flag [- S
' Pin 6 to HTS Flag (spare ) Pin 6 to HTS Flag (spare
should be open) O P P should be open) 0Lk r
~ Connector R Primary Connector R Primary
' Voltage Taps Voltage Taps
- Pin 1 to HTS Flag . o Pin | to HTS Flag . |
Pin 2 to HTS Flag 7 Pin 2 to HTS Flag S Y
Pin 3 to HTS Flag -5 Pin 3 to HTS Flag -5
Pin 4 to HTS Flag . 4 Pin 4 to HTS Flag -5
Pin 5 to HTS Flag ). & Pin 5 to HTS Flag f - é
Pin 6 to HTS Flag (spare Pin 6 to HTS Flag (spare
should be open}) o= should be open) CPE P
Connector with 14 Pins Connector with 14 Pins
Pin I to Pin 2 (I+ to I-) - S Pin 1 to Pin 2 (I+1to I-) . 4
Pin 3 to Pin 4 (V+ to V-) .5 Pin 3 to Pin 4 (V+to V-) . Y
Pin 5 to Pin 6 (I+ to I-) - g Pin 5 to Pin 6 (I4+ to I-) _ ¥
Pin 7 to Pin 8 (V+ to V-) - ¥ Pin 7 to Pin 8 (V+to V-) .3
Pin 9 to Pin 10 (I+to I-) LY Pin 9 to Pin 10 (I+ to [-) Y
Pin1l toPin 12 (V+toV-) [’ 3 Pin 11 to Pin 12 (V+to V-) .4
Pin 13 to Flag (should be 3
open.) ( ores OPer
Pin 13 to Flag (should be
open.) ' ©PER o PUFJ
Pin 13 to Flag (should be
openy 0Pe s OPgp i
Finilt Tesias | o /~_"_’f&"_/—j




Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Illinois 60453
708 / 425-9080

CON&?S};;_{%;J ING Fax 708 / 425-2612
Box “ & __"HTS Leads
Function Designator, Tag Resistance Assembly Step By Date
Or Description ohms
HTS Lead # | Bus Duct Voltage Tap A~ 7z
S/N # Cable Wires - 7 Sl B VT
#1 DFLX / ‘
#z %) 8
#2 DFLX R
#(3¢) -7 {
#3 DFLX
#(35) 7 /
#4 DFLX
#(34) -8
#5 DFLX
#(37) -
)14
}‘#4—‘%‘ (HB( v

Multimeter Make and MTM Serial Number; FLUKE 85 MULTIMETER

S/N # 47900002

Test Report Form TR-1020A
Rev. B
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Meyer: Tool & M., One

4601 SOUTHWEST HWY., OAK LAWN, ILLINOIS 60453

708 / 425-9080
FAX 708 / 425.2612

CONTINUITY TESTING
MTM-MP~1020

7S 2z A0 Boxpy ~

Function Designator, Tag Resistance ’] Assembly Step | By
or Description chms __Date

BUS DUCTCThRE: =y |

BS P oug T CARBLE

3 L 7o QL

Ly To g4

54 10 s¢

5’!{7‘05'91

A 7< A

-t -

fg o5

-_—

i

Multimeter Make and MTM Serial Number:

Test Report Form TR-1020A
' Rev. B '
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Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, [llinois 60453

708 7 425-9080
Fax 708 / 425-2612

CONTINUITY TESTING

MTM-MP-1020

Box * H 7600 AMP AMI 2 LEAD

(SN # Jue 73D

Function Designator, Tag
Or Description

Resistance Assembly Step
ohms

By Date

600 AMP LEAD WARM 600 AMP

TERMINAL
413 #13
i#14 #14 i ]

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER

S/N # 47900002

Test Report Form TR-1020A

Rev. B
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Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Illinois 60453
CONTINUITY TESTING 708 / 425-9080

MTM-MP-1020 Fax 708 / 425-2612

Box * Ij 7600 AMP AMI 2 LEAD
(S/N # 3g231IBUS DUCT WIRE)

Function Designator, Tag Resistance Assembly Step By Date
Or Description ohms
Q3 END BUS DUCT WIRE tH
A2ATO A2A
A2B TO A2B N

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER
S/N # 47900002

Test Report Form TR-1020A
Rev. B



Sheet 3 OF 4

Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Hlinois 60453
CONTINUITY TESTING 708 / 425-9080

MTM-MP-1020 Fax 708 / 425-2612

Box " 600 AMP AMI Lead S/N # 3we 73DVoltage Tap Wires)
Function Designator, Tag Resistance Assembly Step By Date
Or Description ohms

VOLTAGE TAP WIRES

Y13-V3TO Y13 - V3

Y14-V3ITO Y14 -V3

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER
SN # 47900002

Test Report Form TR-1020A
Rev. B
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Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, lllinois 60453

CONTINUITY TESTING

MTM-MP-1020

Box* H  »600 AMP AMI 2 LEAD

708 / 425-9080

Fax 708 / 425-2612

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER

_ (S/N # 3wy 73 PAFTER SOLDERING) 10
Function Designator, Tag Resistance Assembly Step By Date Pf:f,f*x.
Or Description ohms péc/Gre
600AMP | Q3 END | VOLTAGE Reicr Soldaciagl DI/ 92 -e5
LEAD # TAP WIRE g-13oy |8
#13 A2A Y-13-V3 1.0 %
#14 A2B Y-14 - V3 ). 0

S/N # 47900002

Test Report Form TR-1020A
Rev. B



CONTINUITY TESTING

Sheet | of 4

Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Ilinois 60453

MTM-MP-1020

< I} 600 AMP 7 to 12 Lead S/N# 5/6775/6

708 / 425-9080
Fax 708 / 425-2612

Box
| Function Designétor, Tag Resistance Assembly Step ! By Date |
‘ Or Description _ohms B
| 600 AMP Warm 600
. Lead# AMP Termial ) )
| 57 #1 Fod (a4 RE L
| 17/ wols //' 228"
L H#8 #8 D/ r j
l‘ BN _ _
#9 #9
- #10 #10 : 7 J" !
_ N4 - _
i #11 #11 ] \
L e rjg‘___ N R ‘q AN— _i
' #12 #12 ] j \[/ |
‘rff R S —— f;.,.__li_._______ — . — e — N |
A [ ISV SRS
i |
| |
;,_..,,,,,, — | —_ i
| |
R I L ﬁ‘
_ | o i
| |
| J
|
!
— _ -
|
—_— e 4 i
|
- - .
S - i

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER
S/N # 47900002

Test Report Form TR-1020A

Rev. B
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Bus Duct Wire Box ©

Sheet2 Of 4

Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Qak Lawn, [llinois 60453

CONTINUITY TESTING
MTM-MP-1020

" 600 AMP 7 to 12 Lead S/N# 3o 073\ C

708 / 425-9080
Fax 708 / 425-2612

Function Designator, Tag Resistance Assembly Step By Date
Or Description ~ Ohms
Q3 End Bus Duct o
 Wire
#7 H2A to H2A l 0 |
#8 HEB to HIB o
, ]

#9 HJA to HFA

#10 H3A to H3P

#11 H3B to 3B

#12 HAtoHIA

K28 7T.HIEB

Multimeter Make and MTM Serial Number:

FLUKE 85 MULTIMETER

SIN # 47900002

Test Report Form TR-1020A

Rev. B



Sheet 3 Of 4
Meyer Tool & Mfg., Inc.

4601 W. Southwest Hwy., Oak Lawn, Illinois 60453
CONTINUITY TESTING 708 / 425-9080

MTM-MP-1020 Fax 708 / 425-2612

Box “ H " 600 AMP AMI Lead 7to 12 S/N# glﬂj@ 7‘}/4 Voltage Tap Wires _
i Function Designator, Tag Resistance Assembly Step By Date ]

Or Description Ohms o -
Voltage Tap Wires

Y7-V3to Y7-V3 B4 — | BT zo717% T/:f PR
Y8-V3 to Y8-V3

| 9

" Y9-V3to Y9-V3

 Y10-V3 to Y10-V3 o T o - ]

| [+

CY11-V3to Y11-V3

' Y12-V3t0 Y12-V3 ' _

Multimeter Make and MTM Serial Number: FLUKE 85 MULTIMETER
S/N # 47900002

Test Report Form TR-1020A
Rev. B
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Meyer Tool & Mfg., Inc.

BN

4601 W. Southwest Hwy., Oak Lawn, Illinois 60453
CONTINUITY TESTING 708 / 425-9080
MTM-MP-1020 20, Fax 708 / 425-2612
) 73/
Box“Jl " 600 AMP AMI 71012 Lead iz ¢ _efRrbeo
B Function Designator, Tag Resistance Assembly Step By Date | atamptng
Or Description Ohms o qkfoic
600 AMP | Q3 End | Voltage Tap V74 7z F g B
Lead # Wire {dz/’{/zw:;
” #7 H2A Y7-V3 , i / 7 v
e — e ': -i SR SE— —]
#8 R
/l H1B Y8-V3 [1 { / v v’
| H9 HEA Y9-V3 / o B v
| ll _ v
o 3R Y10V3 A ,. v
f N Y _ |
T H#B Yii-vy \ / l/
— H3B | ;z! \ ( ~ B ,,,_[ / ,
L EI12 Y Y12-V3 ‘ b
| HIA R i)
i
|

Multimeter Make and MTM Serial Number:

Test Report Form TR-1020A

FLUKE 85 MULTIMETER

S/N # 47900002

Rev. B



